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Introduction

(This introduction is not a part of IEEE Std 980-1994, IEEE Guide for Containment and Control of Ojl Spills in
Substations.)

On December 31, 1973, the United States government published in its Code of Federal Regulations, under
Title 40 Protection of the Environment, the federal requirements for the preparation and implementation of
Spill Prevention Control and Countermeasure (SPCC) plans applicable to the discharge of oil at electrical
facilities. While these regulations, in the strictest sense, relate to oil spills into navigable waters from shore
facilities, it should be realized that these regulations could very easily be, and in some states are, extended to
cover onshore areas. Onshore areas could be a distance away from navigable waters and could include those
areas where substations are installed.

It is prudent, therefore, to recognize that there exists a potential for oil spills in almost every substation
throughout the utility industry. It is consequently reasonable to identify the extent of the problem, if any, and
to recommend plausible measures to control oil spills by means of an IEEE guide.

This guide was revised by members of Working Group G2—Design and Location of Substations for
Community Acceptance—and is under the sponsorship of the Substations Environmental Subcommittee of
the IEEE Power Engineering Society (PES) Substations Committee.
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IEEE Guide for Containment and Control of Qil
Spills in Substations

1. Overview

1.1 Scope

This guide discusses the significance of oil-spillage regulations and their applicability to electric supply
substations; identifies the sources of oil spills; discusses typical designs and methods for dealing with oil
containment and control of oil spills; and provides guidelines for preparation of a typical Spill Prevention
Control and Countermeasure (SPCC) plan. This guide excludes polychlorinated biphenyl (PCB) handling
and disposal considerations.

It is not the intent of this guide to interpret the applicability of the governmental regulations or the oil-
containment systems presented. Such interpretation is left to each individual user. The guide is intended to
identify concerns, offer solutions, and let users make their own evaluations.

This guide applies only to insulating oil containing less than 50 ppm of PCB, which is considered to be non-
PCB oil. Non-PCB oils have a PCB content that has been designated by the U.S. Environmental Protection
Agency (EPA) as nonhazardous to the public, and they are not deemed to be toxic substances. While the
effectiveness of the containment methods described in this guide is generally not affected by the PCB
content of the oil, the regulations governing cleanup and handling of oil spills containing PCB are much
more restrictive.

1.2 Purpose

Containment and control of oil spills at electric supply substations is a concern for most electric utilities. The
environmental impact of oil spills and their cleanup is governed by several federal, state, and local
regulations, necessitating increased attention in substations to the need for secondary oil containment, and
an SPCC plan. Beyond the threat to the environment, cleanup costs associated with oil spills continue to
escalate, and the adverse community response to any spill is becoming increasingly unacceptable.

This guide identifies the applicable governmental regulations, the sources of oil spills, and the typical
methods used to contain and control them. It discusses the need for an SPCC plan and provides the typical
plan requirements. It documents survey-reported considerations for oil-spill containment, control, and
cleanup; the methods used; and their effectiveness. In June 1992 an IEEE questionnaire was sent to 190
utilities in the U.S. and Canada, surveying their experiences. Of these utilities, 59 responded. Where
relevant, the survey results are referenced in the body of this guide.
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2. References

This guide shall be used in conjunction with the following publications:

IEEE Std 100-1992, The New IEEE Standard Dictionary of Electrical and Electronics Terms (ANSI).!
IEEE Std 979-1984 (Reaff 1988), IEEE Guide for Substation Fire Protection (ANSI).

U.S. Code of Federal Regulations, Title 40 (40CFR), Protection of the Environment, Parts 1091 122

3. Definitions

This clause contains key terms as they are used in this guide. For additional definitions, see IEEE Std
100-1992.3

3.1 collecting pit: A pit built under oil-filled equipment to collect any accidental discharge of oil from that
piece of equipment.

3.2 fire quenching: Shock cooling by immersion of liquid or molten material in a cooling medium (crushed
stones in collecting pits).

3.3 gallon: One U.S. gallon equals 3.785 liters.

3.4 harmful quantit); of oil: A discharge of oil that 1) violates applicable water quality standards, 2) causes
a film or sheen upon or discoloration of the surface of the water or adjoining shorelines, or 3) causes a sludge
or emulsion to be deposited beneath the surface of the water or upon adjoining shorelines.

3.5 oil-containment system: A system designed to collect and retain oil in order to prevent 1) its Inigration
beyond the boundaries of the system and 2) the contamination of navigable waters.

3.6 oil discharge: Any leak or spillage of oil, regardless of volume and including those that do not reach
navigable waters. A discharge includes but is not limited to any spilling, leaking, pumping, pouring,
emitting, emptying, or dumping of oil.

3.7 oil spill (spill event): A discharge of oil into or upon navigable waters or shorelines in harmful quantities.

3.8 permeability: The drainage characteristic of soil that denotes its capacity to conduct or discharge fluids
under a given hydraulic gradient.

3.9 primary oil containment: A tank or enclosure designed for continuous containment of oil for operating
or storage purposes.

3.10 retention pit: A pit designed to retain (hold) oil-contaminated liquids,

3.11 secondary oil containment: A system designed to contain the oil discharged from an oil-filled piece of
equipment in situations of primary oil-containment failure.

3.12 void volume ratio: The volume of the void spaces between stones divided by the total volume
occupied by the stones in a stone-filled collecting pit.

'1EER publications are available from the Institute of Electrical and Electronics Engineers, 445 Hoes Lane, P.O. Box 1331, Piscataway,
NJ 08855-1331, USA.

This document is available from the Superintendent of Documents, U.S. Government Printing Office, Washington, DC 20402,
3nformation on references can be found in clause 2
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4. Statutory requirements

In general, the U.S. Code of Federal Regulations, Title 40 (40CFR), Parts 110 and 112, requires that
appropriate oil containment and diversionary structures be provided to prevent discharged oil from reaching
navigable waters, if a facility could reasonably be expected to discharge oil in harmful quantities into or
upon said navigable waters. Further, where necessary a written SPCC contingency plan (see 8.1) shall be
prepared that commits manpower, equipment, and materials fo control and remove any quantity of
discharged oil.

On October 22, 1991, the EPA issued proposed changes to 40CFR, Part 112. The changes were prompted by
the spill that resulted from the collapse of a four million gallon aboveground storage tank near the
Monongahela River as well as other major oil spills, but not by any substation event. The proposed
regulations prompted a barrage of protests and lobbying efforts for less stringent requirements on smaller oil
tanks. The issue has not yet been entirely resolved, and further EPA clarifications and changes can be
expected for several years.

The regulations are very dynamic, and may have changed since the publication of this guide. The user is
cautioned to check the latest regulations for revisions.

The application of these federal regulations to oil-spill containment and control in substations is further
complicated by several key points that are currently subject to revision or interpretation. These include:

a) The minimum storage capacity in a single container or the entire substation before an SPCC plan
and appropriate containment is required. Any change from the current limits may significantly
impact the number of transformers, circuit breakers, and other oil-filled substation equipment where
secondary containment is required.

b) What constitutes a bulk storage tank for which 40CFR, Part 112 regulations currently require
secondary oil containment. The proposed rules currently indicate that transformers (and other
electrical equipment) containing oil for operational rather than storage purposes will not be
considered “bulk storage tanks.”

c¢) The term “navigable waters,” which as currently written in 40CFR, Part 110, is broad and
encompassing. As defined by the EPA, it can include, in addition to the major lakes and waterways,
tributaries of rivers, lakes, and streams, as well as mud flats and wetlands. The results of the 1992
IEEE survey found user interpretations of navigable waters as extreme as “any water conveyance,
whether wet or normally dry.”

d) The amount of discharged oil that constitutes “harmful quantities.”

As stated earlier, interpretation of the specific regulations is left to each individual user. However, it should
be noted that in test case applications of the law, the EPA has tended to be very conservative in its
interpretations.

The probability of an oil spill occurring in a substation is very low (see 6.2). However, certain substations,
due to their proximity to navigable waters or designated wetlands, the quantity of oil on site, surrounding
topography, soil characteristics, etc., have or will have a higher potential for discharging harmful quantities
of oil into or upon navigable waters or wetlands. At minimum, an SPCC plan will probably be required at
these locations, and installation of secondary oil-containment facilities should be considered.
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4.1 Federal

The federal requirements of the United States for discharge, control, and countermeasure plans for oil spills
are contained in the Code of Federal Regulations, Title 40 (40CFR), Parts 110 and 112. The purpose of these
regulations is to prevent the discharge of oil in harmful quantities into navigable waters, which also includes
shorelines, wetlands, or areas that would adversely affect the natural resources of the United States, and to

These regulations prohibit the discharge of oil in harmful quantities into navigable waters of the United
States. Through the implementation of an SPCC plan, which may include secondary containment, the
regulations require that effective containment plans be made to prevent the discharge of oil, and specify that

SPCC plan alone can be utilized only where containment is shown to be impractical. Oil containment may
be deemed impractical in situations where constraints prevent the installation of oil-containment systems
and/or it is highly unlikely that oil would reach and contaminate navigable waters in the event of a
discharge. Financial considerations alone are no longer a valid argument for not providing oil containment,
as any contamination of navigable waters is unacceptable. Also, the cost associated with the expeditious
cleanup of a spill will most likely exceed the cost of providing secondary oil containment.

These regulations apply to installations where the storage capacity of a single container aboveground
exceeds 2500 L (660 gal), the aggregate capacity stored aboveground exceeds 5000 L (1320 gal), or where
the capacity to contain oil stored underground exceeds 159 000 L (42000 gal). The SPCC plan and
appropriate containment can include the use of dikes, berms, curbing, culverts, weirs, absorbent materials,
sumps, and collecting systems designed for the purpose of containing the discharge of harmful quantities of
oil. In short, this requirement specifies that a properly engineered plan shall be developed and documented to
contain the surface discharge of oil from a storage container at a facility that, due to its location, could
reasonably be expected to discharge oil into or upon navigable waters in sufficient quantity to cause an oil
sheen, or to clean up the spilled oil if containment can be shown to be not practicable. This plan shall be
reviewed and certified by a registered professional engineer that has become familiar with these regulations,
visited and examined the facility, concurs that good engineering practices have been used, and verifies that
the appropriate testing has been performed and the plan is adequate for the facility.

In addition to the requirements prohibiting the discharge of harmful quantities of oil, 40CFR, Part 112
specifies that a report shall be made to the EPA Regional Administrator within 60 days from the date of the
spill in the event of a discharge of more than 3786 L (1000 gal) in a single spill or two spills of harmful
quantities from the same facility in any 12-month period. Such a report (see annex A) shall contain the
identification of the facility and information relating to the date and description of the spill, copy of the
SPCC plan, cause, corrective action, and additional preventive measures that have been taken. Regulations
require that any report of an oil spill be sent to the appropriate state agency as well.

In as much as the regulations make reference to an SPCC plan for a facility, it is the interpretation by the
EPA that each facility (installation) shall have its own plan. While an overall plan for substations could be
generic in nature, there is a requirement to site-specify the plan uniquely for each installation, Sufficient
detail shall be included in the overall plan to identify location of equipment, contour of the site and
surrounding area, and the drainage patterns.

In summary, federal regulations require that each installation exceeding the specified storage capacity
limitations be assessed for the possibility of contaminating navigable waters. If the potential for
contamination exists, then an SPCC plan (see 8.1) shall be developed. Such a plan shall contain all require-
ments of 40CFR, Part 112.7, including appropriate containment provisions and a contingency cleanup plan.
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4.2 State and local
State and local requirements regarding oil spills are contained in 40CFR, Part 109.

State and local governments have generally adopted the existing federal regulations prohibiting discharges
of oil. In addition, some states have issued their own oil-spill containment and control regulations. Often, the
state and local requirements may be even more encompassing and restrictive than the federal requirements.
Specifically, it is the responsibility of the state and local governments to enforce the cleanup portion of
SPCC plans implemented by a utility within that government’s jurisdiction. The procedure for the reporting
of oil spills to state agencies varies from state to state, but generally, the procedure could be more stringent
than that required by the federal government. The procedure usually requires a report by telephone
immediately following the spill, and a follow-up written report that includes all the details of the oil spill.
With respect to a cleanup plan, state agencies generally require that cleanup plans for oil spills be developed,
written, and filed with the agency. Such a plan contains a written commitment of manpower, equipment, and
materials that would be required to expeditiously control and remove any quantity of spilled oil.

5. Oil spill sources

Described below are various sources of oil spills within substations. Spills from any of these devices are
possible. The user should evaluate the quantity of oil present, the potential impact of a spill, and the need for
oil containment associated with each oil-filled device.

5.1 Large oil-filled equipment

Power transformers, oil-filled reactors, large regulators, and circuit breakers are the greatest potential source
of major oil spills in substations, since they typically contain the largest quantity of oil. Spills may be caused
by electrical failure, leaks, vandalism, sabotage, or accident.

Power transformers, reactors, and regulators may contain anywhere from a few hundred to 100 000 L or
more of oil (500 to approximately 30 000 gal), with 7500-38 000 L (approximately 2000—10 000 gal) being
typical. Substations usually contain one to four power transformers, but may have more.

The higher voltage oil circuit breakers may have three independent tanks, each containing 40015 000 L
(approximately 100-4000 gal) of oil, depending on their rating. However, most circuit breaker tanks contain
less than 4500 L. (approximately 1200 gal) of oil. Substations may have 10-20 or more oil circuit breakers.

5.2 Cables

Substation pumping facilities and cable terminations (potheads) that maintain oil pressure in pipe-type cable
installations are another source of oil spills. Again, spills are caused by electrical failure, leaks, vandalism,
sabotage, or accidents. Depending on its length and rating, a pipe-type cable system may contain anywhere
from 5000 L (approximately 1500 gal) up to 38 000 L (approximately 10 000 gal) or more of oil.

5.3 Mobile equipment

Although mobile equipment and emergency facilities may be used infrequently, consideration should be
given to the quantity of oil contained and associated risk of oil spill. Mobile equipment may contain up to
30 000 L (approximately 7500 gal) of oil.
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5.4 Oil-handling equipment

Oil filling of transformers, circuit breakers, cables, etc., occurs when the equipment is initially installed. In
addition, periodic reprocessing or replacement of the oil may be necessary to ensure that proper insulation
qualities are maintained. Oil pumps, temporary storage facilities, hoses, etc., are brought in to accomplish
this task. Although oil-processing and handling activities are less common, spills from these devices can still
occur.

5.5 Oil storage tanks

Some consideration should be given to the presence of bulk oil storage tanks (either aboveground or
belowground) in substations as these oil tanks could be responsible for an oil spill of significant magnitude.
Also, the resulting applicability of the 40CFR, Part 112 rules for those storage tanks could require increased
secondary oil containment for the entire substation facility. The user may want to reconsider storage of bulk
oil at substation sites.

5.6 Other sources

Station service, voltage, and current transformers, as well as smaller voltage regulators, oil circuit reclosers,
capacitor banks, and other pieces of electrical equipment typically found in substations, contain small
amounts of insulating oil, usually less than the 2500 L (660 gal) minimum for a single container. Only under
most unusual circumstances could they be responsible for an oil spill of the magnitude described in 40CFR.

6. Criteria

Based on the applicability of the latest regulatory requirements, or when an unacceptable level of oil spills
has been experienced, a program should be put in place to mitigate the problems. Typical criteria for
implementing oil spill containment and control programs incorporate regulatory requirements, corporate
policy, frequency and duration of occurrences, cost of occurrences, safety hazards, severity of damage,
equipment type, potential impact on nearby customers, substation location, and quality of service
requirements.

The decision to install secondary containment at new substations (or to retrofit existing substations) is
usually based on a predetermined criteria. The 1992 IEEE survey addressed the factors used to determine
where oil spill containment and control programs are needed. Based on the survey, the criteria in table 1 are
considered when evaluating the need for secondary oil containment.

As for specific numerical limits, 57% of the respondents install secondary containment when the
maximum volume of oil per individual tank exceeds the 2500 L (660 gal) 40CFR, Part 112 limit, with a
range of 1900-11 400 L (approximately 5003000 gal) reported. Over 82% also limit the total volume of oi}
in the substation to the 5000 L (1320 gal) specified in 40CFR, Part 112, with a range of 2500-5700 L
(approximately 660—1500 gal) reported. The 1992 IEEE survey provided no clear cut limit for the proximity
to navigable waters. Relatively equal support was reported for several choices over the range of 50-500 m
(approximately 150-1500 ft).

Rarely is all of the equipment within a given substation provided with secondary containment. Table 2 lists
the survey results identifying the equipment for which secondary oil containment is provided.

None of the remaining equipment surveyed, which included voltage and current transformers, capacitors,
and all mobile devices, received a rating higher than 15%.
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Table 1—Secondary oil-containment evaluation criteria

Crlera bl this crteg
Volume of oil in individual device 88%
Proximity to navigable waters 86%
Total volume of oil in substation 62%
Potential contamination of groundwater 61%
Soil characteristics of the station 42%
Location of substation (urban, rural, remote) 39%
Emergency response time if a spill occurs 30%
Failure probability of the equipment ‘2%
Age of station or equipment 10%

Table 2--Secondary oil-containment equipment criteria

Utilities responding that
Equipment provide secondary
c?ntainment
Power transformers 86%
Aboveground oil storage tanks T17%
Station service transformers 44%
Oil circuit breakers 43%
Three-phase regulators 34%
Belowground oil storage tanks 28%
Shunt reactors 26%
Oil-filling equipment 22%
Oil-filled cables and terminal stations 22%
Single-phase regulators 19%
Qil circuit reclosers 15%

The focus is clearly on the equipment that contains the largest quantities of oil (see 5.1). As for specific
minimum voltage and/or megavolt ampere (MVA) criteria above which a user always installs secondary
containment, a wide range of figures was reported. For voltage, the minimum criteria was most often
115 kY, with a range of 69-345kV reported. For MVA, the minimum criteria was most often 10 MVA,
with a range of 5-45 MVA reported.

Whatever the criteria, each substation should be evaluated by considering the criteria to determine candidate
substations for oil-containment systems (both new and retrofit). Substations with planned equipment
change-outs should be considered for retrofits at the time of the change-out.
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6.1 Operating history

Once the need for a program is identified, the specific causes of the problem need to be determined. Spill
records, maintenance reports, and routine inspections of facilities will afford specific information as to the
cause and extent of the problem.

Typical information found in these reports includes facility name, date, time, equipment affected, duration of
the discharge, quantity of oil discharged, and number of customers affected.

6.2 Probability of oil spills

Both the frequency and magnitude of oil spills in substations can be considered to be very low. The
probability of an oil spill at any particular location depends on the number and volume of oil containers, and
other site-specific conditions.

The probability of a spill was verified by the results of two questionnaires submitted in 1977 to utility
members of the IEEE Substations Committee by the Oil Spill Prevention, Control and Countermeasures
Task Force of the Environmental Subcommittee. The information showed that during the ten-year period
from 1965-1974, these utilities had a total of less than one discharge for each 330 pieces of equipment in
service. Over the two-year period 1975-1976, these utilities had less than one discharge for each 1200
pieces of equipment in service. The figures also showed that during the ten-year period, less than one
discharge reached a waterway for each 5275 pieces of equipment in service. During the two-year period
1975-1976, less than one discharge reached a waterway for each 6640 pieces of equipment.

The task force concluded that, while,this empirical data was not precise, it clearly indicated that the number
of spills per piece of equipment in service per year is small.

6.3 Application determination

After reviewing the operating history and determining containment and control options, the application
determination process should include consideration of the solution’s cost-benefit ratio, applicable
governmental regulations, and community acceptance.

6.3.1 Economic aspects

The anticipated cost of implementing the containment measures should be compared to the anticipated
benefit. However, cost alone can no longer be considered a valid reason for not implementing containment
and/or control measures, because any contamination of navigable waters may be prohibited by
governmental regulations. Application determination cannot rely on the low probabilistic risk of an oil spill
to avoid implementation of containment and control measures.

Economic aspects can be considered when determining which containment system or control method to
employ. Factors such as proximity to waterways, volume of oil, response time following a spill, etc., can
allow for the use of less effective methods at some locations.

6.3.2 Governmental regulations
Due to the dynamic nature of environmental regulations, some methods described in this guide could become

in conflict with governmental regulations or overlapping jurisdictions. Therefore, determination of which
containment system or control method to use should include research into applicable laws and regulations.
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6.3.3 Community acceptance

Community acceptance of the oil spill containment and control methods should also be considered. Certain
levels of unacceptability are intangible and may be dictated by company policies, community acceptance,
customer relations, etc. The impact on adjacent property owners should be addressed and, if needed, a
demonstration of performance experiences could be made available.

6.4 Performance monitoring

Some means should be put in place for evaluating the effectiveness of any containment and control measures
that have been applied. Records should be kept for each substation to record the method used, date of
application, and the history of oil spills. A record is necessary to monitor the performance of the applied
method to evaluate the feasibility of future applications.

7. Containment

It is beyond the scope of this guide to make specific recommendations as to which type of oil-containment
system is best suited for specific incidents due to the wide range of site variables that can exist. However, as
an aid to those engaged in the design of oil-containment systems, several examples of various types that
have been utilized are provided for reference and described below.

From the 1992 IEEE survey results, it becameé clear that no single containment system or discharge control
method is preferable. All of the methods have been utilized successfully, and are ranked in table 3 in order of
survey preference. There appears to be some correlation to the cost and complexity of the system, with the
less expensive, simpler systems being employed most often. As to effectiveness, it was common for each
individual user to favor their own method while reporting that the other methods were ineffective. As a
result, the reported effectiveness results were inconclusive. Very few utilities reported a measured
effectiveness. The effectiveness ratings appeared to be somewhat subjective, and based as much on the
inconveniences associated with the application of the method as any other criteria, due in some part to the
lack of testing and very few actual spills.

7.1 Containment systems

Figure 1 illustrates a typical oil-retention pit into which a pipe drainage system empties. The drainage
system network connects numerous collecting pits located under oil-filled pieces of equipment, and directs
surface water runoff and any potential oil discharge to the retention pit.

Figure 2 illustrates a typical cross-section of the containment system and the design principle upon which
this system is based. Oil, being less dense than water, will float on top of the water and is effectively
contained on site by proper sizing of the pit and the design of the gravity separator. Generally, the pit is sized
such that it will contain the entire quantity of discharged oil from the largest piece of equipment plus an
assumed amount of retained water (see 7.5 for a discussion of volume requirements). Substation sites
located in areas of porous soil, where the permeability is greater than 107 cm/s (see 7.3), should have their
oil-collecting and retention pits lined (with a layer of clay, concrete, plastic, a rubber pit liner, etc.) to
prevent migration of oil into the ground.

Figure 3 is basically the same as figure 1, except the oil-retention pit has been replaced with one of several
possible discharge control systems (see 7.2) that requires less land area. Therefore, this type of installation
may be more practical at substations where the available land area is limited. Unlike the oil-retention pit,
which is designed to contain the entire quantity of discharged oil plus an assumed amount of retained water
(rainwater, melted snow, water spray system discharge, etc.), this system is constructed such that any
discharged oil is backed up through the drainage system and contained in the various collecting pits beneath
oil-filled equipment.



IEEE
Std 980-1994 IEEE GUIDE FOR CONTAINMENT AND CONTROL

Table 3—Containment method utilization

Utilities responding
Containment system Figure that employ method
or discharge control method no. For new For retrofits
substations
Perimeter or equipment berm 6,7 67% 58%
Fire quenching and oil-retention pit 4,5,10 60% 42%
Qil-retention pit 1,2 48% 43%
Oil-water separator 11 41% 27%
Oil-detection-triggered sump pump 16 31% 39%
Gravity separator 9 24% 15%
Oil-water stop valve 15 22% 35%
Gravity separator 8 15% 10%
Oil trap 12 8% 14%
Qil-absorbing polymer bead bed ~ 13,14 8% 17%
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Figures 4 and 5 illustrate design concepts for pits utilized under individual major equipment units. Figure 4
depicts a concrete pit while figure 5 depicts an impervious liner over a pit dug in soil. These pit designs can
be employed for use as either a retention or collecting pit, depending on the method of discharge control.
When located directly under large pieces of oil-filled equipment, the pit can be filled with stone for use in
quenching oil fires (see 7.4). If open pits are employed, grating can be added to allow the operator safe
access to necessary areas of the equipment.

Based on the 1992 IEEE survey results, the pit is typically designed to extend 1.5-3.0 m (approximately
5-10 ft) beyond the edge of the tank in order to capture a majority of the leaking oil. A larger pit size would
be required to capture all of the oil contained in an arcing stream from a small puncture at the bottom of the
tank (such as from a bullet hole). However, it appears that the low probability of the event and economic
considerations govern the 1.5-3.0 m (5-10 ft) design criteria. For all of the oil to be contained, the pit or
berm should extend 7.6 m (25 ft) or more beyond the tank and radiators.

Figure 6 illustrates the application of an earthen dike around the desired equipment; in some applications, it
may be utilized around the entire substation perimeter. While often a very economical containment method,
use of this type of berm requires regular inspection to ensure that the integrity of the berm has not been
compromised by weathering effects, or human and vehicular traffic.

Figure 7 illustrates a typical portable secondary oil-containment berm and tank. These devices are made of a
self-supporting fabric liner, and can be applied in emergency or temporary installations. They are inflated
with air or filled with a liquid, and are lightweight and compact for storage and transportation.

The oil-containment facilities described above are designed to fully contain discharged oil on site. These
systems are generally installed without too much difficulty during construction of new substations, but some
may be impractical to install at existing substations. If a complete oil-containment system is impractical to
construct, a designer should consider use of other measures (such as strategically located berms or dikes
constructed of low-permeability soil) that can act as a delaying mechanism by impeding the flow of oil. This
will provide extra time for cleanup operations.

The above facilities assume the discharged oil to exist in bulk form or to be floating in bulk form on
whatever residual water is present in the pit. When fire-suppression sprays are used to extinguish a
transformer fire, the oil can become emulsified to some degree and could be discharged through a gravity
type oil-water separator. This might necessitate that the containment pit be sized to contain both o0il and the
liquid from the fire-suppression spray before discharge can occur.

7.2 Discharge control systems

An adequate and effective station drainage system is an essential part of any oil-containment design. Drains,
swales, culverts, catch basins, etc., provide measures to ensure that water is diverted away from the
substation. In addition, the liquid accumulated in the collecting pits or sumps of various electrical
equipment, or in the retention pit has to be discharged. This liquid consists mainly of water (rainwater,
melted snow or ice, water spray system discharges, etc.). Oil should be present only in case of an equipment
discharge. Containment systems that discharge the accumulated water into the drainage system of the
substation or outside the station perimeter should be equipped with a discharge control system.

These systems, described below, provide methods to release the accumulated water from the containment
system while blocking the flow of discharged oil for later cleanup. In general, these discharge systems are
independent of the containment methods described in 7.1. Any collected water should be released as soon as
possible so that the entire capacity of the containment system is available for oil containment in the event of
a spill. Where the ambient temperatures are high enough, evaporation may eliminate much of the
accumulated water. However, the system still should be designed to handle the worst-case event.
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Figure 7—Typical portable berms and tanks
7.2.1 Qil-water separator systems

Described below are several oil-water separator systems that rely on the difference in specific gravity
between oil and water. Because of that difference, the oil will normally float on top of the water, allowing the
water to act as a barrier and block the discharge of the oil.

Oil-water separator systems require the presence of water to operate effectively, and will allow water to
continue flowing even when oil is present. The presence of emulsified oil in the water may, under some
turbulent conditions, allow small quantities of oil to pass through an oil-water separator system. Use of more
sensitive discharge control systems (see figures 13, 14, and 16) should be considered where stringent
governmental regulations do not allow for even small amounts of oil to be discharged. A combination of
discharge control systems may be required to be totally effective.
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Figure 8 illustrates the detail of an oil-water gravity separator that is designed to allow water to discharge
from a collecting or retention pit, while at the same time retaining the discharged oil.

The separator in figure 9 is similar to that in figure 8 except that it is designed for stations located in areas
with freezing temperatures. The depth of the discharge pipe would be determined relative to the average
penetration of frost for the specific area of installation.

Figure 10 illustrates another type of oil-water separator. This separator consists of a concrete enclosure,
located inside a collecting or retention pit and connected to it through an opening located at the bottom of
the pit. The enclosure is also connected to the drainage system of the substation. The elevation of the top of
the concrete weir in the enclosure is selected so as to be slightly above the maximum elevation of discharged
oil in the pit. In this way the level of liquid in the pit will be under a layer of fire quenching stones where a
stone-filled pit is used. During heavy accumulation of water, the liquid will flow over the top of the weir into
the drainage system of the station. A valve is incorporated in the weir. This normally closed, manually
operated valve allows for a controlled discharge of water from the pit when the level of liquid in the pit and
enclosure is below the top of the weir.

Figure 11 illustrates a simple, inexpensive oil-water separator unit that could be effective in draining water
from an oil sump.

Figure 12 provides a typical detail of an oil trap type oil-water separator. In this system, the oil will remain
on top of the water and not develop the head pressure necessary to reach the bottom of the inner vertical
pipe. In order for this system to function properly, the water level in the manhole portion of the oil trap must
be maintained at an elevation no lower than 0.6 m (approximately 2 ft) below the inlet elevation. This will
ensure that an adequate amount of water is available to develop the necessary hydraulic head within the
inner (smaller) vertical pipe, thereby preventing any discharged oil from leaving the site. It is important to
note that the inner vertical pipe should be extended downward past the calculated water-oil interface
elevation sufficiently to ensure that oil cannot discharge upward through the inner pipe. Likewise, the inner
pipe must extend higher than the calculated oil level elevation in the manhole to ensure that oil does not
drain downward into the inner pipe through the vented plug. The reason for venting the top plug is to
maintain atmospheric pressure within the vertical pipe, thereby preventing any possible siphon effect.

7.2.2 Flow blocking systems

Described below are several oil flow blocking systems that do not require the presence of water to operate
effectively. These systems detect the presence of oil and block all flow (both water and oil) through the
discharge system. The best of these systems have been shown to be the most sensitive in detecting and
blocking the flow of oil. However, they are generally of a more complex design and may require greater
maintenance to ensure continued effectiveness.

Figures 13 and 14 illustrate a method that uses a swellable polymer as an oil-absorbing media. These
materials have the property to absorb as much as 27 times their original volume, and to swell to 3 or 4 times
their original diameter. They are hydrophobic and will not, even partially, absorb water or brine solutions.
By swelling in the presence of oil, this oil-absorbing polymer material will plug the pipe or drain in which it
is located, blocking the flow of any discharged oil. The diameter of the drain pipe and the thickness of the
polymer layer have to be carefully selected to provide the proper oil-retaining capabilities. A filter layer
placed on top of the main polymer bed will retain impurities and silt contained in the incoming liquid,
absorb any trace amounts of oil present, and minimize the frequency of maintenance work on the main
polymer layer. It also reduces the flow speed of the liquid, allowing a longer contact of oil with the
absorbing media, thereby increasing the efficiency of the method. However, over time, as the silt
accumulates in the filter layer, it can block the flow of water and require cleaning or replacement of the filter
layer.
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Figure 15 illustrates an oil stop valve installed inside a manhole. The valve has only one moving part, a
ballasted float set at a specific gravity between that of oil and water. When oil reaches the manhole, the float
in the valve loses buoyancy and sinks as the oil level increases until it sits on the discharge opening of the
valve and blocks any further discharge. When the oil level in the manhole decreases, the float will rise
automatically and allow discharge of water from the manhole. Some of the oil stop valves have a weep hole
in the bottom of the valve that allows the ballasted float to be released after the oil is removed. This can
cause oil to discharge if the level of the oil is above the invert of the discharge pipe.
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Figure 15—O0il stop vaive

Figure 16 illustrates a discharge control system consisting of an oil-detecting device and a pump installed in
a sump connected to the collecting or retention pits of the oil-containment system. The oil-detecting device
may use different methods of oil sensing (e.g., capacitance probes, turbidimeters, and fluorescence meters).
The capacitance probe shown detects the presence of oil on the surface of the water, based on the significant
capacitance difference of these two liquids and, in combination with a logic of liquid level switches, stops
the sump pump when the water-oil separation layer reaches a preset height in the sump. Transformer low oil
level or gas protection can be added into the control diagram of the pump in order to increase the reliability
of the system during major spills.

Some containment systems consist of collecting pits connected to a retention pit or tank that have no link to
the drainage system of the substation. Discharge of the liquid accumulated in these systems requires the use
of permanently installed or portable pumps. However, should these probes become contaminated, they may
cease to function properly. These pumps are manually activated by operating personnel. This system
requires periodic inspection to determine the level of water accumulation. Before pumping any accumulated
liquid, an inspection is required to assess if the liquid to be pumped out is contaminated.
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Figure 16—Sump pump water discharge (with oil-sensing probe)
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Figure 17 illustrates the discharge control system using an in-line, manually operated, normally closed
valve. This valve is opened to drain water from the containment pit after it has been determined that no oil is
present. It is generally applied in the bottom of shallow containment pits. If used in cold weather areas,
freezing of the valve is normally not a problem since moisture content from snow accumulation is usually
less than the rainfall amount used to determine the height of the curb. Care should be taken to keep the
containment drained just prior to winter freezing. Close attention will also be needed in the spring when
melting of the snow and ice and spring rains may require more frequent draining of the containment system.

VALVE/FLANGE CONNECTION TO BE
RECESSED, INSTALL VALVE AFTER
PLACEMENT OF CONCRETE. ALL
YOIDS TO BE FILLED WITH

CAULK SEALANT

WELDED WIRE FABRIC
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TYPICAL
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Figure 17—Mud valve

7.3 Soil characteristics and liners

Soil is largely nonhomogeneous, possessing a wide range of physical properties. Of these properties, the
soil’s drainage characteristic, termed permeability, is the primary concern in the design of oil-containment
facilities. Permeability is a property of soil that denotes its capacity to conduct or discharge fluids under a
given hydraulic gradient; it is measured as a flow rate in centimeters per second. Coarse-grained soils are
considered highly pervious and have corresponding high permeability coefficients, while fine-grained soils
have low permeability coefficients. All conditions being equal, the higher the coefficient of permeability, the
faster a fluid will drain through the soil.

For the purposes of this guide, soils and their permeability characteristics have been adapted from typical
references and can be generalized as in table 4.

Table 4—Soil permeability characteristics

Permeability (cm/s) Degree of permeability Type of soil
Over 107! High Stone, gravel, and coarse- to medium-grained sand
1071101073 Medium Medium-grained sand to uniform, fine-grained sand
10310107 Low Uniform, fine-grained sand to silty sand or sandy clay
Less than 1076 Practically impermeable Silty sand or sandy clay to clay
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layer of clay (i.e., volclay/bentonite), or a rubber or plastic liner in the pit is a reasonable means of slowing
oil movement and enhancing containment, Spray-on materials such as fiberglass have also been utilized as a
liner material. When a pit is lined, consideration should be given to the removal of accumulated water.
Based on the 1992 IEEE Survey results, users typically either line all of their Pits or are very selective and
line less than 25% of their pits. Over 42% of the utilities responding said that they evaluate the soil
characteristics to determine if a pit should be lined. As with the containment systems, the type of liner used

seems to be governed primarily by user preference. All of the liners listed in table 5 have been applied with
success.

Table 5—Containment pit liners

Concrete 20 Up to 60 years
Plastic 12 Up to 19 years
Rubber 9 Up to 20 years
Volclay/bentonite 8 Up to 20 years

7.4 Fire quenching considerations

In places where the oil-filled device is installed in an open pit (not filled with stone), the possibility of a pool
fire should be considered. If a major discharge occurs and the pooled oil in the pit catches on fire, the
equipment will likely be destroyed. Based on the 1992 IEEE survey, only a few utilities altered their
containment practices because of a pool fire possibility, deciding instead that the risk was acceptable due to
the low probability of the event. Those that do address this concern employ active or passive quenching
Systems, or drain the oil to a remote pit. Active systems include foam or water spray deluge systems.

Of the passive fire quenching measures, pits filled with crushed stone are the most effective. The stone-filled
pit provides a fire quenching capability designed to extinguish flames in the event that a piece of oil-filled

0.3m (12 in) below the top elevation of the stone. The use of 3.8 cm (1.5in) or larger diameter stone

(washed and uniformly sized) should be considered to permit quicker penetration by the oil to avoid a pool
fire.

The drain pipe material should be capable of withstanding the higher temperatures associated with an oil fire
itho

ut melting. If the pipe melts, the oil will be unable to drain away from the burning equipment, and the
melted pipe may pose an environmental hazard.

7.5 Volume requirements

Before a substation oil-containment System can be designed, the volume of oil to be contained must be
known. Since the probability of an oil spill occurring at a substation is very low, the probability of
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contain the volume of oil in the single largest oil-filled piece of equipment, plus any accumulated water from

sources such as rainwater, melted snow, and water spray discharge from fire protection systems.

Expected rain and snow accumulations can be determined from local weather records. A severe rain storm is
often considered to be the worst-case event when determining the maximum volume of short-term water
accumulation (for design purposes). From data reported in the 1992 IEEE survey, the storm water event
design criteria employed ranged from 5-20 cm (approximately 2-8 in) of rainfall within a short period of
time (1-24 h). The EPA recommends that the rainwater design criteria be based on a 25-year storm event.
The total volume of water from a storm water event should be compared with the water available from a fire
spray deluge system to determine the worst-case water volume to be used in the confainment system design.
Based on the survey results, 79% of the 34 responding utilities said that their containment pits are designed
to hold either 50-100% (15 utilities) or 100-125% (19 utilities) of the unit’s oil volume. Consideration
should be given to the fact that in the future a larger piece of equipment may be placed in service at the same
location.

For collecting pits that are filled with stone, consideration should be given to the size of stone and its
corresponding porosity. Based on the survey results, over 88% of the responding utilities filled the pits
located directly under oil-filled equipment with crushed rock or stone. The size of the stone used varied, with
figures in the range 1.9-7.6 cm (0.75 in to 3.0 in) most common. Depending on the uniformity of stone size
used, the void volume ratio may vary from 20-50%. In general, the smaller the particles, the greater the
volume of voids. Some users surveyed expressed concern that pits with small stones can become plugged by
silt accumulation, indicating that larger stones may be more suited for oil-containment areas. Of
fundamental importance, though, is the need to use washed and uniformly sized stone. While it is possible to
attain a void volume ratio of 50%, a design figure of 35% is more feasible. See annex B for an example of
how to calculate the size of a collecting pit.

7.6 Warning alarms and monitoring

The most effective alarm would be one that is activated by the presence of oil in the containment system.
Also, a low oil-level indicator within the oil-filled equipment can be used; however, it may not activate until

monitoring practices was surveyed. Only 14 of the responding utilities (24%) monitored the discharge point,
and 9 utilities (15%) employed alarms at the discharge point.
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7.7 Retrofitting techniques

‘Where older installations pose a potential environmental hazard, it may be necessary to install containment
around existing equipment. For the 1992 IEEE survey results, see table 3. Retrofitting provides additional
complications (and costs) that should be addressed. Some of these are as follows:

a)  Power cable, control cable, conduit, grounding, and phone line relocations

b) Equipment outages

c) Equipment foundation repair

d) Deep excavations that can undermine shallow equipment foundations

e) Liner application around existing footings (special retrofit liners are available)
f)  Contaminated soil disposal

g) Removal of bedrock

h) Reduced vehicle mobility (during and after construction)

To minimize the effect of these complications, it is advisable to consider a design that requires minimal
excavation in proximity to the equipment. Shallow containment pits with piping to a common oil-retention
pit or discharge control system may be the preferred method for retrofits. Equipment does not always need to
be removed from the foundation to install this type of oil containment. If equipment foundation replacement
is necessary to accommodate larger equipment, oil-containment designs can be altered to take advantage of
the opportunity for larger excavation, and any of the containment systems described in 7.1 and 7.2 can be
utilized. :

Where excavation is impréctical or too costly, an improvement in containment could be accomplished by the
addition of berms around the existing equipment. Shallow installation of impervious liner and berms
constructed of low permeability soil can be effective.

7.8 Maintenance of oil-containment systems

One design criteria of any oil-containment system should be the minimization of maintenance requirements.
However, to ensure that containment facilities are effective in the event of a spill, some prudent maintenance
practices are required.

Maintenance of oil-containment system components should involve the following:
a) Regular inspection of associated manholes, standpipes, etc., and cleaning out of debris and/or
pumping out of excess standing water.

b) Regular inspection of systems that require the presence of water to function effectively to ensure
that the minimum level of water is present.

¢) Regular inspection of discharge lines to ensure that no external blockage would restrict water flow.

d)  Yearly operational inspection of piping either during or immediately after a significant rainfall or
weather event to assess performance of the system. If indications are that the system is not
functioning, manual flushing of drain lines may be required.

e) Regular inspection of open containment pits and pumping out any excess water (maintaining any
minimum water level required) to prevent stagnation during dry periods; to discourage nesting or
other activity by birds, rodents, and insects; and to maintain maximum capacity and function of the
oil-containment system.

f)  Yearly inspection of berms around oil-containment pits to ensure that erosion or foot and vehicle
traffic has not caused a breech in the berm.
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g) Seasonal inspection of oil-containment facilities during prolonged cold periods accompanied by
large snowfalls and ice buildup. In the event of an oil spill, it may be possible for oil to initially flow
on top of the ice and overflow the oil-containment system.

h)  Regular inspection and sampling of the system to check for the presence of oil contamination.

i)  Manufacturers’ instructions on equipment maintenance should be closely followed. The following
items are required regularly as a minimum;

1) Separators. Remove sludge yearly.
2) Filters and oil-absorbing polymer beads. Clean or replace as required.
3) Pumps and valves. Check operation annually if not continuously monitored.

4)  Oil probes, monitoring equipment, and alarms. Check operation twice annually. Recalibrate
every 2 years. Teflon probes should not require cleaning.

8. Control and cleanup

In the event of a spill, control of the oil flow will be required, and even where secondary containment is
successfully employed, some cleanup will be required. It is the function of the SPCC plan to ensure that all
relevant aspects of the control, containment, and cleanup have been planned for and are executed correctly at
the time of the spill. Even where secondary containment is not required, the proposed 40CFR, Part 112
regulations have placed increased emphasis on the need for an SPCC plan (probably site specific). Over 88%
of the utilities who responded to the 1992 IEEE survey have SPCC plans in place. Of those utilities, 49%
have site-specific plans, 42% have one company-wide plan in effect, and 9% utilize both types of plans.

8.1 Typical SPCC plan requirements

Detailed guidelines for the preparation and implementation of an SPCC plan are provided in 40CFR, Part
112.7. While the SPCC plan focuses on containment of oil and requires specific information about past oil
spills, location of equipment, sources of potential spills, quantities of oil that could be discharged, drainage
pattern, rate of flow, and containment measures, one of the important requirements of the SPCC plan is the
contingency plan for cleanup if a spill occurs. If an oil spill occurs, procedures outlined in this plan should
be activated. Another important function of the SPCC plan is its ability to demonstrate to local, state, and
federal authorities that the user has addressed the problem of oil spills and installed effective containment
and control measures, and is prepared to act in the event a spill should occur.

8.1.1 Categories
For the purposes of the SPCC plan, substations are classified into the following two categories:

Category A.  Substations or facilities where, due to their location, or quantities of oil involved, it is
unreasonable to expect that a discharge of oil would reach navigable waters as defined in
40CFR, Part 112.1. A general plan applicable to all facilities in this category may be
acceptable. '

Category B.  Substations or facilities where, due to their location, or quantities of oil involved, it is
possible for a discharge of oil to reach navigable waters. A site-specific plan for each
location in this category should be prepared. The general SPCC plan will also apply to
these facilities.
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It may also be desirable to further categorize the type of spill, enacting different procedures depending on
the magnitude of the spill. For example, some utilities surveyed categorized their spills as a) minor spills
(slow leaks), b) major spills contained on site, and c) major spills not contained on site.

Over 45 typical SPCC plans were returned with the 1992 IEEE survey. Each utility’s SPCC plan will be
different, written to reflect that utility’s own unique requirements. However, the items described below were
common to the majority of the plans returned with the survey, and they represent a compilation of those
found in a typical SPCC plan. This list is representative of the items that should be considered when
developing an SPCC plan.

a)  General information
1) Introduction, purpose, and scope
2) Applicable local, state, and federal regulations
3) Applicable corporate policies and procedures

4) Requirements for review and approval, both by management and a registered professional
engineer (PE), and the SPCC updating procedures, including the maximum time interval
between reviews

5) Any certification requirements, including that by the PE
b) Identification information

1) Substation name, type of facility, mailing address and street address (if different), legal
description, phone number, and date and year that the facility began operation

2) Applicable division, general office and corporate name(s), mailing address, and phone
number(s)

3) Narme, title, and address for the designated spill prevention and control coordinator(s) including
on-site coordinator, responsible supervisor, and applicable division and general office managers
(operations, legal, environmental, public relations, etc.)

4) Emergency 24-hour phone number(s) for the designated spill coordinator(s) and any on-site
and management personnel that must be contacted immediately

5) Map of the substation showing the relative location to the surrounding area (including major
thoroughfares and directions to the substation), and any nearby waterways, wells, sewers,
drains, ditches, or other facilities that could be impacted or contaminated by an oil spill

6) Name, address, and 24-hour emergency phone number(s) of the designated spill cleanup
contractor(s), state or EPA-issued ID number, and written documentation of emergency
response arrangements

7) Designated non-company contacts (name, title, address, and 24-hour emergency phone
numbers for each contact), including the EPA region office; coast guard; state officials; local
governmental, health, fire, and police authorities; state police; and local wastewater treatment
facilities

¢)  Material used or stored at substation
1) Name and trade name for the oil and chemicals of concern

2) Physical characteristics of the oil and chemical including composition, concentration, and
possible reactions with other mixtures

3) Listof all the equipment containing oil, describing the number of units, quantities of oil present
(including total maximum volume), unit identification, unit oil volume(s), PCB content, and
type of tank or container
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4)

3)

Map or site plan of the substation showing location of potential spills, spill discharge control
points, and predicted direction and path of an oil spill (including transformers, circuit breakers,
and other oil-filled electrical equipment; aboveground and belowground bulk storage tanks,
alarms, and discharge points; floor drains; secondary oil containment; sump pumps; critical
valves; etc.)

Security procedures and requirements

d)  Spill control and cleanup

[y

2)

3)

4)

5)

6)

7

Staff training requirements, including specific methods of containment, frequency of training,
guidelines for new employees, practice spill simulations, etc.

Spill cleanup procedures (including the employee assignments and the specific actions to be
taken) describing the methods of containing and cleaning up oil spills, such as skimming, boom
construction and deployment, use of special oil-absorbent materials, use of machinery or
special tools, etc.

Spill cleanup equipment to be used including pumps, bulldozers, trenching machinery,
miscellaneous hand tools, oil tanks and drums, timbers, pipe, hoses, burlap bags, sand, straw,
oil-absorbent materials, oil booms, boats, stakes, and fencing, identifying its location and who
to contact to obtain it (often a cleanup kit inventory will be provided listing quantity of each
item required, stock numbers, etc.)

Spill incident reporting procedures (see annex A for a typical notification form) including step-
by-step calling procedures for immediate and follow-up notification(s) (often the telephone
reporting procedure takes the form of a one-page flow chart), identification of required reports
and written notification(s) and their timing (reports should include the location of the spill,
material type and quantity spilled, extent of the spill, and action taken)

History and analysis of past spills at the facility including type and amount of oil spilled;
location, date, and time of spill; water course affected and resulting damage; cause of spill; cost
of the damage and cleanup; and actions taken to prevent future spills

Surveillance requirements including watch schedule, description of duties, and alarm
procedures

Record keeping, testing, and inspection requirements, including inspection for oil leaks (tank
integrity), of containment facilities and cleanup equipment

€)  Secondary oil containment

1y

2)

3)
4)
5)

Design, construction, physical features, materials used, intended function, and operation of all
secondary containment facilities, including retention pits, valves, pumps, oil-water separators,
diking, etc.

Volume requirements, dimensions, and calculations, including any special conditions or
requirements that must be met to ensure proper operation of the containment system

Drainage requirements and restrictions, including release of accumulated water
Oil transfer procedures for pipelines, trucks, and oil-handling equipment

Maintenance requirements

8.1.2 Reporting procedure

An appreciable discharge of oil from transformers, circuit breakers, or other electrical equipment is a
possible result of electrical failure of that equipment. These types of failures can be detected by alarms either
directly from attended substations or transmitted by supervisory equipment, or by customer calls to
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dispatching centers as a result of equipment outage. Slow leaks from electrical equipment or oil-storage
facilities should be detected and corrected during periodic and routine inspections.

It is the responsibility of any employee visiting a facility to immediately report an oil spill to the local
operating supervisor. Responsible personnel should also report to the U.S. Regional EPA Office and other
local, state, or federal agencies as required for any discharge where there is a good probability that it can be
classified as an oil spill (spill event).

8.1.3 Action to be taken in the event of an oil spill

See annex A for a typical notification form. A list of personnel to be contacted should also be included as an
attachment to a cleanup plan. Action to be taken includes:

a) Determination of the source of the spill

b) Initiation of action to stop source of spill within the limits of training and experience (e.g., close
necessary valves or temporarily plug holes to stop or control spill)

c) Determination of the approximate volume, size of the spill, and direction of flow

d) Notification of the local operating supervisor in the appropriate division, who should notify the
designated representative

e) Containment of any oil spill by blocking flow to drains and waterways, digging diversion ditches,
sandbagging, or through other means

f)  Containment of any oil that has reached a waterway to prevent any further spreading downstream
(by using booms or other means)

g) Cleanup of oil by using absorbent materials, pumping, and removing oil-saturated earth or stone, as
required

h) Notification of state or local police for an oil spill reaching a public road

Oil spill cleanup material should be provided. Materials available and their respective locations should be
listed as an attachment to the SPCC plan. For selected Category B substations (see 8.1.1), specific materials
are located on-site to facilitate appropriate action to minimize effects of a spill.

8.2 Control and cleanup methods

The goal of any cleanup procedure is the protection of the environment against contamination. Prompt
action is required whenever a spill has occurred. It is therefore most important that personnel involved with
substation operations or maintenance be instructed in prompt notification procedures. All substation
personnel should be instructed in steps that must be taken immediately to stop the source of the spiil and
other emergency measures that can be undertaken to prevent or control any discharge from the station.
Typical cleanup methods are shown in figures 18 through 27.
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TRANSFORMER

CONSTRUCTED DIKE (OR PLOW FURROW) AROUND OIL.
PITS SHOULD BE DUG IN LOWEST AREAS TO PERMIT

CONCENTRATION AND REMOVAL OF OIL BY SUMP PUMPS.
OIL-SATURATED AREA

Figure 18—O0il-containment berm

ANCHOR TO STAKE
OR TREE

NOTEx IN SOME CASES, WHEN SHEET METAL OR PLANK FACING IS USED, IT IS
NECESSARY TD TAKE MEASURES TO PREVENT DEFLECTOR FROM ROLLING.

LUMBER OR POLES FASTENED ON TOP OF DEFLECTOR ACT AS COUNTER BALANCE.
THIS TYPE OF DEFLECTOR MUST BE SECURELY ANCORED.

Figure 19—Boom deflector
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- . NOTEs STRECH WIRE FENCE ACROSS STREAM AND ANCHOR SECURELY, STRAW
IS PLACED ON UPSTREAM SIDE OF FENCE. THIS TYPE OF INSTALLATION SHOULD BE
USED IN A LOCATION WHERE THE STREAM BANKS ARE OF SUFFICIENT HEIGHT AND
MOVEMENT OF WATER IS RELATIVELY SLOW.

Figure 20—Straw skimming installation

STRAW OR HAY

NOTE: THE ORDINARY STRAW SKIMMER MAY NOT BE USED EFFECTIVELY IN A
STREAM HAVING A CONSTANTLY CHANGING FLOW DIRECTION, WHEN THIS TYPE OF
SKIMMER IS INSTALLED IN A BODY OF WATER THAT IS SUBJECT TO A FLUCTUATING
FLOW MOVEMENT, THE STRAW MUST BE HELD IN PLACE BY WIRE FENCE ON BOTH
SIDES OF THE STRAW.

Figure 21—Straw skimmer for fluctuating stream flow
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LOGS OR POLES FASTENED
TOGETHER WITH WIRE LINE OR ROPE

- e i ANCHORED TO
T - - - TR R STAK
. =7 EE OR STAKE
- - v
FLOW G . NOTEs BOOM CONSTRUCTED OF DRY LOGS OR UTILITY POLES AND LINED WITH
.- S " STRAW, HAY, DRY GRASS OR OTHER ABSORBENT MATERIAL,

Figure 22—0il loss in lake

NOTE: THE FINAL TRACES OF AN OIL LOSS MAY BE REMOVED BY COVERING THE - - — ICL
AFFECTED AREA WITH A COATING OF SAND OR ABSORBENTS. HEAVY SANDING IS PRt e T e T
RECOMMENDED AS A MEANS OF CONTROLLING THE SURFACE MOVEMENT OF OIL FROM AN "Sae. .. .-’ .
OIL-SATURATED AREA IN CLOSE PROXMITY TO A STREAM,

THE OIL THUS REMOVED MAY BE DEPOSITED IN DRUMS AND TRUCKED AWAY FROM THE

VICINITY OF THE STREAM FOR DISPOSAL.

Figure 23—Covering oil by sanding or absorbents
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NOTE: IMPOUNDED OIL MAY BE REMOVED FROM A STREAM BY DIPPING
OPERATIONS, SUCH MANUAL REMOVAL OF OIL FROM A STREAM MAY BE
NECESSARY OR DESIRABLE WHEN PUMPING EQUIPMENT IS NOT AVAILABLE.
THE OIL THUS REMOVED MAY BE DEPOSITED IN DRUMS AND TRUCKED AWAY
FROM THE VICINITY OF THE STREAM TO BE SALVAGED OR BURNED IN A
SAFE LOCATION,

Figure 24—Use of oil drums

EARTH DIKE

CONSTRUCT DIKE OF ADEQUATE SIZE AND SHAPE ON DOWN-
GRADE SIDE OF OIL LOSS ON UNEVEN LAND. IF LAND IS
ONLY GENTLY SLOPING, IT MAY BE NECESSARY TO DIG SUMP
PITS OR TRENCHES FOR COLLECTION AND REMOVAL OF OIL.
IF SLOPE OF LAND IS RADICAL, COLLECTION OF OIL

15 NOT A PROBLEM EXCEPT THE DIKE USED TO PREVENT
MOVEMENT OF OIL MUST BE VERY WELL CONSTRUCTED AND
MAINTAINED DURING PERIOD FLUID IS IMPOUNDED.

Figure 25—Diking on sloped ground
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OlL, WATER

WATER

SEE DETAIL A NOTE: IMPOUNDED OIL MAY BE REMOVED FROM A STREAM BY
PUMPING INTO A TANK TRUCK. THE OIL-WATER MIXTURE IS PUMPED INTO
THE TOP OF THE TANK AND AFTER SEPARATION OF Ol AND WATER, THE
WATER MAY BE RETURNED TO THE STREAM BY OPENING A VALVE AT THE
BOTTOM OF THE TANK. SUFFICIENT SETTLING TIME SHOULD BE ALLOWED
TO PERMIT A FAIRLY COMPLETE SEPARATION.

NOTE: THREE TYPES OF ENLARGED SUCTION
HEADS, A) DUCK-BILL B) PIPE EXTENSION C) FLEXIBLE

DETAIL A

Figure 26—Use of tank truck
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VALVE

ADJUSTABLE WEIR HOSE

-/

WATER

Figure 27—Weir skimmer operation

Table 6 lists the 1992 IEEE survey results showing which oil spill cleanup methods are employed and their
effectiveness. As before, nearly all of the methods have been successfully utilized, with effectiveness ratings
often approaching 100%. It should be noted that several utilities (over 16) pointed out that their primary
cleanup method—absorbents in the form of blankets, pillows, pads, tubes, socks, booms, or blotters—was
not listed in the survey. Further, the application of any of the techniques shown ultimately requires the
removal of all rock and soil that has come in contact with the oil.

Table 6—0il cleanup methods

Utilities responding that
Oil cleanup method Figure no.
Utilize the method Found it effective
River boom deflector 19 66% 93%
Berm 18 56% 100%
Dike on sloped ground 25 43% 92%
Cover with sand 23 40% 91%
Lake boom deflector 22 38% 100%
Straw skimming 20 23% 80%
Expanded straw skimming 21 : 13% 50%

8.2.1 Control methods

Control is the most important act in the removal of an oil spill, as it is used to prevent the spread of the oil,
and thus minimizes environmental damage. Successful control is highly dependent on response time, which
in turn is dependent upon many variables. Some are geographic features, equipment design, and availability
of trained personnel. All substation personnel should be instructed in steps that must be taken immediately to
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stop the source of the spill and other emergency measures that can be undertaken to prevent or control a
discharge from the station.

Typical control methods are:

a)  Booms. A device placed on water to serve as a barrier to the movement of oil across a designated
plane. There are many different types, shapes, and sizes of booms, which basically trap floatables at
the surface while at the same time permit the flow of water under the boom. A typical boom
installation is shown in figure 19.

b)  Control dams and berms. Streams, creeks, and other small drainage channels are often too fast
moving, and/or too steep-sided for proper boom deployment. For spills on these types of waterways,
control dams, constructed from either earth or sorbent materials, offer a good choice for trapping oil.
This is also a common method for controlling spills on land.

¢)  Collecting agents. Under favorable conditions, certain oil spills can be temporarily controlled by the
use of chemicals. When applied to the surface, the chemicals will retard the spreading oil, and in
fact, may even concentrate the spill. Wind, wave, and currents may hamper the use of collecting
agents. The effectiveness of these agents is maximum in still waters.

8.2.2 Cleanup methods

Once an oil spill has been controlled, it should then be removed utilizing the most effective method—one
that will incur the lowest cost and do the least harm to the ecology of the area.

8.2.2.1 Cleanup on water

Removal of the oil from the surface of the water can be a complex task requiring a variety of methods.
Typical methods utilize:

a)  Vacuum units. Truck-mounted or smaller skid-mounted units are available. These units are
expensive, mechanically complicated, and require proper maintenance to ensure availability. They
are most effective when a spill has been controlled in thick pockets of relatively pure oil.

b)  Skimmers. These mechanical devices are designed to remove oil from the surface and are available
in two basic types:

1)  Enlarged suction head skimmers. These skimmers float on the surface with the suction opening
at the oil-water interface. These units will operate in shallow water but they are subject to being
clogged by debris. These are relatively low-cost skimming units (see figure 26).

2) Floating weir skimmers. These skimmers float on water and permit oncoming oil to pass over
an adjustable weir plate onto an area where the oil is confined and then sucked or pumped off
(see figure 27).

¢)  Sorbents. Materials are available that are oleophilic and hydrophobic having a high capacity for
absorbing or adsorbing an oil product and repelling water. Sorbents can be classified as a mineral
product, a natural (organic or agricultural) product, or a manufactured (synthetic) product. Examples
of each are:

1) Mineral products. Volcanic ash, diatomaceous earth, vermiculite, perlite, and some chalks

2)  Natwral or agricultural products. Straw, grass (hay), cane, cotton seed hulls, corn cobs, peat
moss, sawdust

3)  Synthetic products. High molecular weight polymers
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8.2.2.2 Cleanup on land

Oil absorbed by the soil above the water table may be treated in several ways, depending upon the nature of
the soil and product. If the spill area is shallow with a clay or water seal along the bottom, flushing with
water will, with limited effectiveness, float the oil from the soil. Although rarely employed, natural sorbents,
such as sawdust, hay, or ground corn cobs, mulched into the soil, have been used where other cleanup
methods have proven ineffective. After having been mixed into the soil, the sorbents are removed by a water
stream, collected, and disposed of. In frozen soils, high-pressure water to dissolve oil or steam cleaning to
lower oil viscosity is used to float oil with only minor damage to plants.

A method of treating soil contaminated with oil is simply allowing the oil to biodegrade. The success of this
method depends on the oil toxicity, available nutrients, available water, ambient temperature, and oxygen
availability. Techniques that can be used to increase biodegradation rate include tilling, drainage, aeration,
and the addition of fertilizer, lime, or bacteria. If the oil depth is shallow, disking and adding fertilizer can
add oxygen and nutrients that will increase the rate of conversion of the oil to carbon dioxide and water (by
the bacteria). Repeated treatments will usually be necessary.

0il deeper in the ground, below the aerobic bacterial zone, may be degraded by air pumped into the ground.
For small spill areas, soil aeration by pumping air through drilled holes can oxidize volatile hydrocarbons
and increase aerobic bacteria degradation. This technique may sterilize the soil.

Although the above techniques can be used to clean up spills, many times the generally accepted method to
clean up oil spills on land is simply to remove the contaminated soil, stone, etc., and dispose of it properly.

8.3 Disposal

Contaminated materials such as oil-soaked gravel, soil, rags, and sorbent materials should be handled and
disposed of carefully. The area of each company responsible for environmental issues should be contacted
for the proper disposal method. If a cleanup contractor is utilized, that contractor should also be consulted as
to the proper methods for disposal of the various contaminated materials. Recycling is an option that could
be considered. Disposal methods and sites will vary based on the regional environmental regulations that

may apply.

Costs associated with disposal can vary widely. Typical components to be considered are the transportation,
disposal fields, load verification, insurance surcharge, and the container unit costs.

8.4 Maintenance of equipment

A yearly inspection of all oil cleanup materials (i.e., booms, sorbents, etc.) should be conducted. Each
manufacturer’s recommended storage conditions and shelf life should be reviewed to determine the
material’s usability in the event of an oil spill. A record of the yearly inspections should be kept with the
SPCC plans relevant to that site (at the site or at corporate headquarters). If the inspection reveals a need to
replace outdated or damaged cleanup materials, a follow-up inspection should occur within one month to
ensure that materials have been replaced.

If a vacuum unit is purchased and kept on the system for quick response to oil spills, proper maintenance

should be performed to ensure its availability when needed. Yearly operation of the unit may be necessary to
ensure functionality.
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Annex A .
Typical notification form and spill report

(informative)

Date
(1) Name of company:
(2) Date of spill:
(3) Time of spill:
(4) Location of spill (City/Town, County, State):
(5) Time and location where samples were taken:
(6) Total quantity spilled liters (gallons) of (type of material)

(7) Name of receiving body of water:
(8) Quantity reaching the water body: liters (gallons)
(9) Description of spill (probable source, cause of spill, and extent):

(10) Actions initiated to contain or clean up:

(11) Measures that can be taken to prevent future spills:

(12) Person(s) to contact on scene:
Name(s)
Phone number(s)

(13) Report initiated by:
Name
Title
Phone

(14) EPA person notified;

Name Date Time
Title
Phone
(15) Other person(s)/agencies notified (Fire, Police, company legal department, company environmental
department, company public affairs): '
Name Date Time
Title
Phone
(16) Date and time spill cleanup was completed

*This is a general form representing a compilation of items found in a typical notification form and spill
report. Each user’s form will be different, written to reflect the user’s own unique requirements.
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Annex B
Collecting pit volume calculation

(informative)

As an example, assume a collecting pit filled with large stones [assume 3.8 cm (1.5 in) diameter rock
providing a 35% void volume ratio] that is designed to contain 50 000 kg (110 000 Ib) of oil. Also, assume
that the pit is dry before the discharge occurs, and that no liquid will leave the pit during the period of the oil
discharge. The size of the collecting pit needed to provide a fire quenching capability and the needed volume
for oil containment can be calculated as follows.

The area encompassed by the arrangement of the transformer, its coolers, and its conservator tank is
presented in figure B.1. The pit extends a minimum of 1.5 m (5 ft) beyond any part of a transformer filled
with oil (see 7.1), resulting in a minimum pit area of 13.0 m X 15.0 m (42.6 ft x 49.2 ft), or 195 m?
(2096 ftz). However, the area within the pit occupied by equipment foundations is approximately 18 m?
(194 £2), reducing the effective containment area to 177 m? (1902 ft2).

5 m
() o
1 B
/ TRANSFORMER_/ Eir
/ FOUNDATION / .
___________ | - - 1= 1,5 m
N /// - / H TR |
' Elf / ' A L TANK
! / wols / L EEY o T oumume
! i = ! B, 1
: / / A
1 H
] 1
N =
]
A RZ/R 7 N
Es- f TRANSFORMER
g Llﬁ- OUTLINE
= Bmxd4dm
B3 26 f+ x 13 ¥
______________________________ | COOLER
' OUTLINE
Smx4m

30 f+ x 13 ¥

FOUNDATION

1
I
1
} COOLER
1
1
)
1

/OIL COLLECTING PIT

Figure B.1—O0il-collecting pit

The volume of oil in the transformer is 60 m> (2117 £t%), which is calculated by multiplying the 50 000 kg
(110 000 1b) of oil in the transformer by the 833 kg/m3 (52 b/f3) density of oil factor. The volume of water
(from rain or a water spray deluge system—whichever is greater) has to be added to the volume of oil. This
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example assumes that no deluge system is present and that a 30 mm (1.18 in) rain will fall during the
duration of a discharge. Therefore, the volume of water is 5.9 m> (209 ft3), which is calculated by multiply-
ing the entire area of the pit (including foundations) by 0.03 m (0.1 ft). The resulting total volume of oil and
water is 65.9 m> (2326 ft3). The pit volume required to contain this volume of liquid in the voids of stones is
188.3 m? (6646 ft>), which is based on the total volume of oil and water divided by the void volume ratio of
the crushed stone.

The pit depth needed to meet the containment requirements is 1.06 m (3.5 ft), which is calculated by
dividing the total volume requirements of 188.3m> (6646 ft*) by the 177 m? (1962 f) effective
containment area of the pit. An additional 0.3 m (12 in) of quenching stone is added to avoid a pool fire,
which brings the depth of the stone layer to 1.36 m (4.5 ft). The top of the stone layer will normally be at the
same elevation as that of the finished grade outside the pit (see figure 4). An additional 0.3 m (12 in) of curb
(located above finished grade elevation) around the pit could also be added to protect the pit filled with
stones against silting by yard gravel and sand. The depth of the pit should take into consideration the
possibility of freezing temperatures, because coarse crushed stone does not provide protection against frost
penetration of foundations.
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(informative)
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